Appendix A-4 to §1910.269—Application ot §§1910.147, 1910.26%9 and 1910.333 to

Hazardous Energy Control Procedures (Lockout/Tagout)

Is this an electric power generation,
transmission, or distribution installation?'

YES NO
A 4 YES A 4
Is it a generation _ Is it a commingled?
installation? ) installation?
NO
YES NO L 4

Are the only hazards those from exposure
to electrical hazards from work on, near, or

A 4

§1910.269(d) with electric conductors or equipment?
or ] §1910.269(m) |
§1910.147 YES NO

A 4

Y

§1910.333(b)
or | §1910.1474 ]
§1910.1473

Ifa generation, transmission, or distribution installation conforms to §§1910.302
through 1910.308, the lockout and tagging procedures of §1910.333(b) may be followed
for electric-shock hazards.

*This means commingled to the extent that the electric power generation,
transmission, or distribution installation poses the greater hazard.

3Paragraphs (b)(2)(iii)(D) and (b)(2)(iv)(B) of §1910.333 still apply.

*Paragraph (b) of §1910.333 applies to any electrical hazards from work on, near,
or with electric conductors and equipment.



